Pasadena Fire Department
INSPECTION RECORD
Fire & Environmental Safety Division
199 South Los Robles Avenue, Suite 550
(626) 744-4668

COMMENTS
Job Address:
Job Description: Date Issued: / /
Permit #: Phone: ()
Billing Name:
Address:

INSPECTOR MUST SIGN ALL SPACES PERTAINING TO THIS JOB

Inspection

Time

Date Inspector

SPRINKLER SYST.

Underground Hydro

Underground Flush
Overhead Hydro/Rough

Final

TANK SYSTEMS Q LPG O Aboveground

Tank Set
Primary Piping
Secondary Piping

3 Underground

Monitoring System

Precision Test

FIRE ALARM SYSTEM

Rough/Wiring/Detectors

Manual Pull Stations

Audibles

Supervision

Annunciation/Control Panel

Final

PROVIDE

Approved Set of Plans

Fire Extinguishers {See Below)

Exit Signs

Proper Doors & Hardware

See Back

OTHER INSPECTION

Additional Fee Calculation

Regular

Special

TOTAL DUE: §

NOTICE: THIS CARD MUST BE POSTED IN A CONSPICUOUS PLACE
ON THE JOB. 72-BOUR NOTICE IS REOQUIRED FOR INSPRCTIONS



